INTERMOUNTAIN GENERATING STATION
STEAM GENERATOR
EXPECTED OPERATING CONDITIONS AT 6,100,000 1b/hr STEAM FLOW
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NOTE:

“THE-VALUES-SHOUN ARE
THE EXPECTED OPERATING
CONDITIONS AT 102X -
6,100,000 LB/HR STEAM
FLOW WITH NO AUX. STEAM
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WATER VALL INLET
MEADERS
Pp2723
Te859 L.
ALL PRESSURES - PS18
" ALL TEMPERATURES - OF
GAS TEMPERATURES - HVT (°F)

AIR HIATERS

GAS TEMR- LEAVING PAH CORR. = 280 °F
GAS TEMP LEAVING SAH CORR. = 282 OF
GAS TEMP LEAVING PAH UNCORR., = 313 °F
GAS TEMP LEAVING SAH UNCOAR, = 292 OF
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